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Preface 
 
Thank you for choosing SAJ product . We are pleased to provide you first - class products and 
exceptional service. 

This manual includes information for installation, operation, maintenance, trouble shooting and safety. 
Please follow the instructions of this manual so that we can ensure delivery of our professional guidance 
and wholehearted service. 

Customer- orientation is our for ever commitment. We hope this document proves to be of great 
assistance in your journey for a cleaner, greener world.  

Please check for the latest version at www.saj- electric.com 

 

                                                            Guangzhou Sanjing Electric Co., Ltd. 
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SAFETY 
PRECAUTIONS 
 
 

1.1 Scope of Application  
 

This User Manual describes instruct ions and detailed procedures for installing, operating, maintaining, and 
troubleshooting of the following SAJ product s: 

HS2- 3K- S2;  HS2- 3.6K- S2;  HS2- 4K- S2;  HS2- 5K- S2;  HS2- 6K- S2;  

AS2- 3K- S;   AS2- 3.6K- S;   AS2- 4K- S;   AS2- 5K- S;   AS2- 6K- S;  

  

 
1.2 Safety Instructions  
 

  DANGER 

 DANGER indicates a hazardous situation which, if not avoided,  will result in death or serious injury.  

 
  WARNING 

WARNING indicates a hazardous situation which, if not avoided, can result in death or serious injury or moderat e injury. 

 
  CAUTION 

 CAUTION indicates a hazardous condition which, if not avoided, can result in minor or moderate injury.  

 

   NOTICE 

 NOTICE indicates a situation that can result in potential damage, if not avoided.  

 
1.3 Target Group  

 

Only qua lified electricians who have read and fully understood all safety regulations contained in this manual 
can install, maintain and repair the device. Operators must be aware of the high - voltage device.  

1. 
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PREPARATION  
 
 
 
 
 

2.1 Safety Instruct ions 

For safety, be sure to read all the safety instructions carefully prior to any works, and please observe the 

appropriate rules and regulations of the country or region where you installed all- in- one energy  storage 

system. 

  DANGER 

ÊřĻƠĻ ŝƤ ƝƃƤƤŝİŝlity of dying due to electrical shock and high voltage.  
Bƃ ŻƃƬ ƬƃƱıř ƬřĻ ƃƝĻƠĔƬŝŻő ıƃŹƝƃŻĻŻƬ ƃŐ ƬřĻ ŝŻǉĻƠƬĻƠ ŝƬ ŹŝőřƬ ƠĻƤƱųƬ ŝŻ İƱƠŻŝŻő ƃƠ ķĻĔƬř 
Êƃ ƝƠĻǉĻŻƬ ƠŝƤů ƃŐ ĻųĻıƬƠŝı Ƥřƃıů ķƱƠŝŻő ŝŻƤƬĔųųĔƬŝƃŻ ĔŻķ ŹĔŝŻƬĻŻĔŻıĻ ƝųĻĔƤĻ ŹĔůĻ ƤƱƠĻ ƬřĔƬ Ĕųų  < ĔŻķ BC terminals 

are plugged out.  
Bƃ ŻƃƬ ƬƃƱıř ƬřĻ ƤƱƠŐĔıĻ ƃŐ ƬřĻequipment  while the housing is wet, otherwise, it might cause electrical shock.  
Bƃ ŻƃƬ ƤƬĔǐ ıųƃƤĻ Ƭƃ ƬřĻequipment  while there are severe weather conditions including storm, lighting, etc.  

Before opening the housing, the SAJ inverter must be disconnected from the grid and PV generator; you must wait  
for at least five minutes to let the energy storage capacitors completely discharged after disconnecting from power  
source. 
¼ųĻĔƤĻ ůĻĻƝ ƬřĻ ƝƃǊer off prior to any operations  
Bƃ ŻƃƬ ĻǏƝƃƤĻ ƬřĻ İĔƬƬĻƠǐ Ƭƃ ƬĻŹƝĻƠĔƬƱƠĻƤ ŝŻ ĻǏıĻƤƤ ƃŐ50 < 
Bƃ ŻƃƬ ƤƱİūĻıƬ ƬřĻ İĔƬƬĻƠǐ Ƭƃ ĔŻǐ ƤƬƠƃŻő ŐƃƠıĻ 
qĻĻƝ ŝŻŐųĔŹŹĔİųĻ ĔŻķ ĻǏƝųƃƤŝǉĻ ķĔŻőĻƠƃƱƤ ŝƬĻŹƤ ƃƠ ŐųĔŹĻƤ ĔǊĔǐ ŐƠƃŹ ƬřĻ İĔƬƬĻƠǐ 
Bƃ ŻƃƬ ƤƃĔů ƬřĻ İĔƬƬĻƠǐ ŝŻ ǊĔƬĻr or expose it to moisture or liquids.  
Bƃ ŻƃƬ ƱƤĻ ƬřĻ İĔƬƬĻƠǐ ŝŻ ĔƠĻĔƤ ǊřĻƠĻ ƬřĻ ĔŹŹƃŻŝĔ ıƃŻƬĻŻƬ ƃŐ ƬřĻ ĔŝƠ ĻǏıĻĻķƤ ƝƝŹ  

 
  WARNING 

¢Żųǐ ƟƱĔųŝŐŝĻķ ƝĻƠƤƃŻŻĻų Ǌřƃ řĔƤ ŐƱųų ůŻƃǊųĻķőĻ ƃŐ ųƃıĔų ƤĔŐĻƬǐ ƠĻőƱųĔƬŝƃŻƤ ĔŻķ ųƃıĔų ƤƬĔŻķĔƠķƤ ƃŻ İĔƬƬĻƠǐ ıĔŻ ŝŻƤtall, maintain, 
retrieve and process this product.  

Ã o ĻųĻıƬƠŝı ƤřĔųų ŻƃƬ İĻ ųŝĔİųĻ ŐƃƠ ĔŻǐ ųƃƤƤ ƃƠ ǊĔƠƠĔŻƬǐ ıųĔŝŹƤ ĔƠŝƤŝŻő ŐƠƃŹ ĔŻǐ ƱŻĔƱƬřƃƠŝǘĻķ ıřĔŻőĻ ƃŐ ƝƠƃķƱıƬ Ǌřŝıř ŹĔǐ ıause 
fatal injury to the operator, third party or equipment performance.  
XƃƠ Ɲersonal and property safety, do not short - circuit the positive (+) and negative ( - ) electrode terminals.  

 
  CAUTION 

¿ŝƤů ƃŐ ķĔŹĔőĻ ķƱĻ Ƭƃ ŝŹƝƠƃƝĻƠ ŹƃķŝŐŝıĔƬŝƃŻ 
ÏƤĻ ƝƠƃŐĻƤƤŝƃŻĔų ƬƃƃųƤ ǊřĻŻ ƃƝĻƠĔƬŝŻő ƬřĻ ƝƠƃķƱıƬƤ 
ÊřĻ ŝŻǉĻƠƬĻƠ Ǌŝųų İĻıƃŹĻ řƃƬ ķƱƠŝŻő ƃperation. Please do not touch the heat sink or peripheral surface during or  

shortly after operation.  

 

  NOTICE 

2. 
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BƱƠŝŻő ŝŻƤƬĔųųĔƬŝƃŻ ƃŐ ƬřĻ İĔƬƬĻƠǐ ıŝƠıƱŝƬ İƠĻĔůĻƠ ŹƱƤƬ İĻ ķŝƤıƃŻŻĻıƬĻķ ŐƠƃŹ ƬřĻ İĔƬƬĻƠǐ ƝĔıů ǊŝƠŝŻő 

 
 
2.2 Explanations of Symbols 

 

Symbol  Description  

 
Dangerous electrical voltage  
This device is directly connected to public grid, thus all work to the battery  shall only be carried out 
by qualified personnel.  

 

No open flames  

Do not place or install near flammable or explosive materials.  

 
Danger of hot surface  
The components inside the battery  will release a lot of heat during operation. Do not touch metal 
plate housing during operating.  

 

Attention  
Install the product out of reach of children  

 

An error has occurred  
Please go to Chapte r 7 Troubleshooting  to remedy the error.  

 

This device shall NOT be disposed of in residential waste  
 

 

This battery  module shall NOT be disposed of in residential waste  

 
CE Mark  
Equipment with the CE mark fulfills the requirements of the Low  Voltage  Directive and Electro  
Magnetic Compatibility.  

 

Recyclable  

 

2.3 Battery Handling  
Operate and use the battery properly according to user manual, any attempt to modify battery without the permission from SAJ will void the 

limit warranty for the battery.  

¶ The battery must be installed at a suitable location with sufficient ventilation  

¶ Do not use the battery if it is defective, damaged or broken.  

¶ Only use the battery with compatible inverter.  

¶ Do not use the battery with other type of battery.  

¶ Make sure the b attery is grounded prior to use.  

¶ Do not pull out any cables or open the battery enclosure when the battery is powered on.  

¶ Only use the battery as intended and designed.  

 

 

2.4 Emergency Situation  
Despite of its careful and professional protection design aga inst any hazards, damage of the battery may still possible. If a small amount of 

battery electrolyte is released due to a serious damage of the outer casing; or if the battery explodes due to not being trea ted timely after a fire 

breaks out nearby, and lea ks out poisonous gases such as carbon monoxide, carbon dioxide and etc., the following actions are recommended:  

1 Eye contact: Rinse eyes with a large amount of running water and seek medical advice  

2 Contact with skin: Wash the contacted area with soap thoroughly and seek medical advice  

3 Inhalation: If you feel discomfort, dizziness or vomiting, seek medical advi ce immediately.  

4 Use a FM- 200 or Carbon Dioxide (CO2) fire extinguishers to extinguish the fire if there is a fire in the area where the battery pack i s 

installed. Wear a gas mask and avoid inhaling toxic gases and harmful substances produced by the fire.  

5 Use an ABC fire extinguisher, if the fire is not caused by battery and not spread to it yet.  
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  WARNING 

aŐ Ĕ ŐŝƠĻ řĔƤ ūƱƤƬ ƃııƱƠƠĻķ ƬƠǐ Ƭƃ ķŝƤıƃŻŻĻıƬ ƬřĻ İĔƬƬĻƠǐ ıŝƠıƱŝƬ İƠĻĔůĻƠ ĔŻķ ıƱƬ ƃŐŐ ƬřĻ ƝƃǊĻƠ ƤƱƝƝųǐ ŐŝƠƤƬ İƱƬ ƃŻųǐ ŝŐ ǐou 
can do so without e ndangering yourself.  

aŐ ƬřĻ İĔƬƬĻƠǐ ŝƤ ƃŻ ŐŝƠĻ ķƃ ŻƃƬ ĔƬƬĻŹƝƬ Ƭƃ ĻǏƬŝŻőƱŝƤř ƬřĻ ŐŝƠĻ İƱƬ ĻǉĔıƱĔƬĻ ƬřĻ ıƠƃǊķ ŝŹŹĻķŝĔƬĻųǐ 

Potential danger of damaged battery:  

Chemical Hazard: Despite of its careful and professional protection design against any hazard r esults, rupture of battery may still occur 

due to mechanical damage, internal pressure etc., and may result in a leakage of battery electrolyte. The electrolyte is corr osive and flammable. 

When there is fire, the toxic gases produced will cause skin and ey es irritation, and discomfort after inhalation. Therefore:  

1) Do not open damaged batteries;  

2) Do not damage the battery again (shock, fall, trample, etc.);  

3) Keep damaged batteries away from water (except to prevent an energy storage system from catchi ng fire);  

4) Do not expose the damaged battery to the sun to prevent internal heating of the battery.  

 

Electrical hazard: The reason of fire and explosion accidents in lithium batteries is battery explosion. Here are the main fa ctors of battery 

explosion:  

1) Short circuit of battery. Short circuit will generate high heat inside battery, resulting in partial electrolyte gasificat ion, which will stretch  

the battery shell. The temperature reaching ignition point of internal material will lead to explosive com bustion.  

2) Overcharge of battery. Overcharge of battery may precipitate lithium metal. If the shell is broken, it will come into dire ct contact with the 

air, resulting in combustion. The electrolyte will be ignited at the same time, resulting in strong fl ame, rapid expansion of gas and explosion.   
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PRODUCT 
INFORMATION  
 
 

3.1 Application Scope of Products  
The product is included a hybrid inverter/ AC - coupled inverter with battery and it  is applied  to residential  photovoltaic energy storage system. 

The energy storage system is able to store the energy for future use. It is built internally with a battery management system (BMS), which is used 

to ensure efficiency of the battery and protect the battery  from operating outside its specified limitations .  

 
3.2 Specification for Product Model  
 

HS2/AS2   XK  S2/S  
                       

  
Ɩ HS2/AS2 represents for product  name.  

  XK represents rated energy  XkW of storage system,  for example, 5K means 5kW. 

  S means single phase, S2 means single phase with  2MPPT. 

 
 
 3.3 Overview of Products  
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Figure 3.1 

Dimensions of  HS2/AS2 inverter  and battery module  

3. 
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3.4 Terminals Description  
 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

Figure 3.2 HS2 Inverter  unit interface  (left view and right view)  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Table 3.1 HS2 interface  

 

 

 

 

 

 
 
 
 
 
 
 
 
Figure 3.3 AS2 unit interface  (left view and right view)  

 
 
 
 
 
 
 
 
 
 
 
Table 3.2 AS2 interface 

 
 

Position  Name  

1 B+/ B-  port (to inverter)  

2 Battery Switch  

3 DC Switch 

4 PV Input  

5 Display  

6 BAT+/BAT-  port (for parallel connection)  

7 Communication Port  

8 Start  button  

9 BACKUP 

10 Grid 

11 Ground  

12 Link Port 0 (to battery module)  

13 4G/ Wi- Fi Module Port  

14 Release Valve 

Position  Name  

1 B+/ B-  port (to inverter)  

2 Batter y Switch 

3 Display  

4 BAT+/BAT-  port (for parallel connection)  

5 Communication Port  

6 Start  button  

7 BACKUP 

8 Grid 

9 Ground  

10 Link Port 0 (to battery module)  

11 4G/ Wi- Fi Module Port  

12 Release Valve 
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